Line Loss Reduction is one of the major benefits of Distributed Generation, amongst many others, when incorporated in the Power Distribution System. The quantum of the line loss reduction should be exactly known to assess the effectiveness of the distributed generation. In this paper, the total loss of a practical distribution system is calculated with and without distributed generation and an index, quantifying the total line loss reduction is proposed. Simulation tests have been carried out on a practical distribution system and the proposed index is evaluated for various ratings, locations of distributed generation.
INTRODUCTION
The presence of Distributed Generation (DG) has been shown to be beneficial in many respects like voltage profile improvement, line loss reduction, improvement in reliability etc. [1] - [5] . The evaluation of these benefits is very critical in assessing the merit of DG. The quantification of the benefit of line loss reduction was proposed in [6] , which evaluated the line losses both with and without DG and the benefit index was defined as the ratio of line loss with DG and that without DG. The subsequent researches [7] - [10] , also defined the quantification in a similar way and the benefits of DG were defined. These works, however, considered only the losses in the lines and the quantification was defined for the line losses only. These indices, therefore, do not indicate the loss reduction of the system itself. A practical distribution system consists of several distribution transformers, supplying consumers at low voltage on the secondary side. The losses occurring in these transformers and the line losses of the secondary low voltage distribution system should also be considered to arrive at the overall loss reduction of the system. In this paper, a practical distribution system, supplying a number of consumers at low voltage, is considered. The losses occurring in the transformers and the low voltage distribution lines have been considered and the benefit of DG in respect of total loss is evaluated.
DESCRIPTION OF THE SYSTEM
A simple distribution system shown in fig 1, is considered for analysis. The system consists a number of identical distribution transformers, the secondary of which supply power to the consumers at low voltage. The core loss 0f each transformer is represented by Pc. For simplicity, the following assumptions are made.

All loads are modeled as constant current loads, drawing the same current irrespective of the respective voltages.
The core losses of the transformers remain constant at a value depending on the rating.
All loads draw the power at a power factor of 0.8 lagging.
 DG unit is capable of supplying power at both leading and lagging power factors.
The copper losses of the distribution transformer are of small value and are neglected
LOSS REDUCTION ANALYSIS
The total loss of the distribution system without DG is given by With the inclusion of DG, the currents in the feeder segments will be redistributed. If a DG unit is inserted at K th bus, the feeder segments up to bus K will carry the difference of the initial current and the injected current by the DG unit. The segments beyond K will continue to carry the same currents. The total loss of the feeder with DG is the given by
Where is the current injected by the DG unit and remains the same at earlier value.
The total loss of the distribution system with DG is now
A factor, System Loss Reduction Index (SLRI), which quantifies the loss reduction with the insertion of DG is defined as SLRI = Loss in the system with DG Loss in the system without DG
The distribution system loss can be rewritten as
Substituting equation (2) in equation (5) we get
On simplification, following equation is obtained
Where K loss is the loss factor given by
The SLRI is now obtained as
Loss Syst w/o DG If SLRI < 1 , the DG has reduced the losses and is beneficial = 1the DG has not made any changes in the system. 1, the DG has introduced more losses in the system.
It is clear from equation (9) that the loss factor K loss must be negative if DG is expected to reduce the losses in the system. Since the loss factor depends on the summation of the difference between the injected DG current and twice the feeder segment current, it attains maximum negative value when it is installed at the remote end N.
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The Loss factor and thus the SLRI are greatly influenced by the power factors of the DG unit. In case the unit is operating at unity power factor, all the reactive power required by the load is supplied by the source and hence the there may not be any appreciable decrease of line current supplied by the source leading to higher losses and thus low SLRI. The system consists of two DG units described below. 
SIMULATION TESTS

METHOD OF STUDY
Following steps are followed to evaluate the impacts of DG on the system loss reduction and also to quantify the proposed index.

The power outputs of both DG1 and DG2 are fixed.
The details of the distribution system are collected and the system is simulated using CYMEDIST computer simulation program and the DG units are incorporated in the simulated system.  Load flow studies are conducted for all the specified cases and the results are obtained.
The results are analyzed and the impacts of DG on the loss reduction are evaluated.
Specific cases considered for study:
The impact of DG in respect of Line Loss Improvement is studied with and without DG in the system.
The operating power factor of DG1 is kept constant at unity and that of DG2 is varied from 0.8 lag, 0.9 lag, unity, 0.9 lead and 0.8 lead. While carrying out the tests, the following assumptions are made.
 All the loads draw power at 0.8 lagging.
The loads on the low voltage side are distributed over line of length 300 mtrs.
The core losses of the transformers remain constant at their rated value.
RESULTS
The simulation results are given in figure 3 . These results reveal that the inclusion of DG reduce the line losses as expected. It can be shown from the graphs that, SLRI decreases marginally, since the core losses of the transformers and the LV side losses remain constant being independent of the presence of DG. This is an improvement over the index derived in [6] , which considered only the feeder line losses. It can also be seen that with the increase in the DG output, SLRI, decrease but again show an increasing trend after a threshold value e.g. as the power output is increased the SLRI starts increasing as shown in fig.4 . This is because the system receives more power from DG than required and hence the line loss increase appreciably. This should be considered before fixing up the value of DG output. Under such a case, one DG unit can be switched off so that the advantage of lower SLRI can be enjoyed.
The operating power factor of DG also influences the SLRI.
It is very clear from the fig 5 that SLRI has lower values with
DG operating at lagging power factor and increase under leading power factor. This is because the DG unit absorbs reactive power from the lines under leading power factor.
Further, it can be seen that the index may exceed unity, indicating that the presence of DG has increased the line losses than decreasing it. This factor should be considered while fixing the operating power factor of DG.
The variation of loss factor is shown in fig. 6 . It is clear from the figure the Loss Factor remains fairly constant and hence the loss reduction depends mainly on the current injected by the DG unit. When I G is more than I L , loss factor becomes positive and the total losses in the system increase, leading SLRI to acquire a value greater than one.
The location of DG is also very critical in deciding the loss reduction. It is evident from figure 7 , that SLRI show a decreasing trend when DG is located away from the substation. This issue should be considered before installing DG in the system. 
CONCLUSION
The simulation results show that the inclusion of DG, marginally reduce the losses in a distribution system. This is because; the line losses form only a minor part of the distribution system losses and the DG can reduce only the line losses. The other losses viz. the transformer losses and the LV side distribution losses remain unaltered. Hence this fact should be considered before installing a DG into a system.
